EQUIPOTENTIAL BONDING REQUIRED WITHIN "\
# 3' OF POOL. SEE N.E.C. 680.28 FOR FURTHER .
7 BONDING REQUIREMENTS 3
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TWIST LOCK GFCI PROTECTED BETWEEN 8'-20"
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RIGID NON-METALLIC OR RIGID
METAL CONDUIT REQUIRED

WIRE IN CONDUIT MUST BE
APPROVED FOR WET LOCATION

CONDUIT MUST CONTAIN A
COPPER GROUND WIRE

NOTES:

1. USE 12 GAUGE WIRE TO THE PUMP MOTOR.

2. |F THE PUMP DRAWS 10 OR MORE AMPS,
A SEPERATE CIRCUIT IS REQUIRED.

3. NO UNDERGROUND WIRING UNDER OR
WITHIN 5' OF POOL.



